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CANNON  ST. FROM
STA. 1+00 TO STA. 6+50

TOWN OF PECOS CITY
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CANNON  ST. FROM
STA. 6+50 TO STA. 14.55
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SCHMIDT  DR. FROM
STA. 1+00 TO STA. 11+44

CONSTRUCTION PROJECT

TOWN OF PECOS CITY
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ARIZONA ST. FROM
STA. 1+00 TO STA. 12+00
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ARIZONA ST. FROM
STA. 12+00 TO STA. 13+16

TOWN OF PECOS CITY
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00 ARIZONA  & SCHMIDT ST. X - SECTION TYP.2

L E G E N D 

CONSTRUCTION PROJECT
"AREA 2"

TOP EL. = 2605.40
PROPOSED MH-5

BEGINNING LINE "A" STA. 2+57
SEE DETAIL SHEET 14

INV. EL.=2600.32 (OUT)

TOP EL. = 2604.66
PROPOSED MH-4

INV. EL.=2599.57 (OUT)
END LINE "B" STA. 11+54

SEE DETAIL SHEET 14

INV. EL.=2599.41(IN )

END LINE "A" STA. 5+07

10" Ø PVC SDR 35
PROPOSED LINE "A"

SANITARY SEWER 
STA. 2+57 TO STA. 5+07

ESTIMATED   SHEET   QUANTITIES

250 lf. of 10" PVC SDR 35, 0.30% slope

SEWER LINE "A"



SEWERLINE "B"
STA. 0+77 TO STA. 11+54

CONSTRUCTION PROJECT

TOWN OF PECOS CITY
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"AREA 2"

177 lf of 10" PVC SDR 35   at 0.30% slope

TOP EL. = 2602.36
PROPOSED MH-1

INV. EL.=2596.39 (OUT)
LINE "B" STA. 2+54
SEE DETAIL SHEET 14

INV. EL.=2596.23(IN )

TOP EL. = 2603.00
PROPOSED MH-2

INV. EL.=2597.45 (OUT)
LINE "B" STA. 5+54
SEE DETAIL SHEET 14

INV. EL.=2597.29(IN )

300 lf. of 10" PVC   SDR 35 at 0.30% slope146 lf. of 10" PVC       SDR 35 at 0.30% slope

TOP EL. = 2603.58
PROPOSED MH-3

INV. EL.=2598.51 (OUT)
LINE "B" STA. 8+54
SEE DETAIL SHEET 14

INV. EL.=2598.35(IN )

154 lf. of 10" PVC SDR 35, 0.30% slope300 lf. of 10" PVC SDR 35, 0.30% slope

TOP EL. = 2604.66
PROPOSED MH-4

INV. EL.=2599.57 (OUT)
END LINE "B" STA. 11+54

SEE DETAIL SHEET 14

INV. EL.=2599.41(IN )

10" Ø PVC SDR 35
PROPOSED LINE "B"

SANITARY SEWER 
STA. 0+77 TO STA. 11+54

ESTIMATED   SHEET   QUANTITIES

PROPOSED
20' STUBOUT (10" PVC)

10" Ø PVC SDR 35
PROPOSED LINE "B"

SANITARY SEWER 
STA. 0+77 TO STA. 11+54

TO STA. 0+95, LINE "B"
PAVEMENT FROM STA. 0+77
8 SY. OF SAW CUT & PATCH
PROPOSED

SANITARY SEWER 
10" Ø PVC SDR 35

STA. 2+57 TO STA. 5+07
SEE SHEET 6

PROPOSED LINE "A"

END LINE "A" STA. 5+07



WATER LINE "1"
STA. 2+10 TO STA. 12+10

CONSTRUCTION PROJECT

TOWN OF PECOS CITY
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"AREA 2"

177 lf of 10" PVC SDR 35   at 0.30% slope

TOP EL. = 2602.36
PROPOSED MH-1

INV. EL.=2596.39 (OUT)
LINE "C" STA. 2+54
SEE DETAIL SHEET 14

INV. EL.=2596.23(IN )

300 lf. of 10" PVC   SDR 35 at 0.30% slope146 lf. of 10" PVC       SDR 35 at 0.30% slope

154 lf. of 10" PVC SDR 35, 0.30% slope300 lf. of 10" PVC SDR 35, 0.30% slope

TOP EL. = 2604.66
PROPOSED MH-4

INV. EL.=2599.57 (OUT)
END LINE "C" STA. 11+54

SEE DETAIL 6, SHEET 6

INV. EL.=2599.41(IN )

10" Ø PVC SDR 35
PROPOSED LINE "C"

SANITARY SEWER 
STA. 0+77 TO STA. 11+54

ESTIMATED   SHEET   QUANTITIES

PROPOSED
20' STUBOUT (10" PVC)

12" AWWA C900 PVC
PROPOSED LINE "1"

CLASS 150, DR-18
STA. 2+10 TO STA. 12+10

TO STA. 0+95, LINE "C"
PAVEMENT FROM STA. 0+77
8 SY. OF SAW CUT & PATCH
PROPOSED

SANITARY SEWER 
10" Ø PVC SDR 35

STA. 2+57 TO STA. 5+07
SEE SHEET 11

PROPOSED LINE "D"

END LINE "D" STA. 5+07

12" AWWA C900 PVC
PROPOSED LINE "1"

CLASS 150, DR-18
STA. 2+10 TO STA. 12+10

12" AWWA C900 PVC
PROPOSED LINE "1"

CLASS 150, DR-18
STA. 2+10 TO STA. 12+10

12" AWWA C900 PVC
PROPOSED LINE "1"

CLASS 150, DR-18
STA. 2+10 TO STA. 12+10 12" X 6" DI REDUCER

PROPOSED LINE "1"

STA. 2+10 

12" DI 45° BEND
PROPOSED LINE "1"

12" DI 22.5° BEND
@ STA. 2+30 

MAXIMUM OFFSET OF 4" PER 20' (1°)
PROPOSED LINE "1"

AS NECESSARY TO ADJUST FOR
DEFLECTION AT STA. 2+30

PROPOSED LINE "1"

12" DI 45° BEND (x2)
12" x 6" DI REDUCER
STA. 11+90 TO STA. 12+10

12" GATE VALVE

12" GATE VALVE
@ STA. 2+45 

1 EA. ~ FIRE HYDRANT ASMBLY
PROPOSED LINE "1"

(COMPLETE)
SEE DETAIL SHEET 14
STA. 11+05

1 EA. ~ FIRE HYDRANT ASMBLY
PROPOSED LINE "1"

(COMPLETE)
SEE DETAIL SHEET 14
STA. 5+05



UTILITIES FROM
STA. 1+00 TO STA. 12+00
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CONSTRUCTION PROJECT
"AREA 2"

PROPOSED LINE "1"

12" DI 45° BEND (x2)
12" x 6" DI REDUCER
STA. 11+90 TO STA. 12+10

12" GATE VALVE

1 EA. ~ FIRE HYDRANT ASMBLY
PROPOSED LINE "1"

(COMPLETE)
SEE DETAIL SHEET 14
STA. 11+05

12" AWWA C900 PVC
PROPOSED LINE "1"

CLASS 150, DR-18
STA. 2+10 TO STA. 12+10

ESTIMATED   SHEET   QUANTITIES



10

TOWN OF PECOS CITY

PROJECT GENERAL NOTES

CONSTRUCTION PROJECT
"AREA 3"

CENTRAL ADDITION PH-8

8" AWWA C900 PVC
PROPOSED LINE "2"

CLASS 150, DR-18
STA. 1+00 TO STA. 7+77.27

8" Ø PVC SDR 35
PROPOSED LINE "C"

SANITARY SEWER 
STA. 1+18 TO STA. 7+48

MH-1

MH-2

at 0.50% slope
300 lf of 8" PVC SDR 35

at 0.50% slope
330 lf of 8" PVC SDR 35

REMOVE EXISTING CURB &
CONTRACTOR SAW CUT AND

GUTTER/SIDEWALK 70 LF.

TO STA. 1+31, LINE "2"
PAVEMENT FROM STA. 1.00
13 SY. OF SAW CUT & PATCH
PROPOSED

TO STA. 1+33, LINE "C"
PAVEMENT FROM STA. 1+18
12 SY. OF SAW CUT & PATCH
PROPOSED

MH-3

JACKSON BLVD. X - SECTION TYP.2








GENERAL LAYOUT &
JACKSON STREET



WATER LINE "2" FROM

11

TOWN OF PECOS CITY

STA. 1+00 TO STA. 7+77.27
c/o

LEGEND 

* ALL QUANTITIES ARE APPROXIMATE AND PROVIDED FOR

INFORMATION PURPOSES ONLY. CONTRACTOR SHALL BE

RESPONSIBLE FOR INSTALLING ACTUAL QUANTITIES REQUIRED TO

INSTALL ALL NEW IMPROVEMENTS INDICATED, INCLUDING

APPURTENANCES AND REPAIRS TO ANY DAMAGE OF EXISTING

IMPROVEMENTS, AT NO ADDITIONAL COST TO OWNER.

CONTRACTOR SHALL PROVIDE MEGALUG RESTRAINT GLANDS FOR

AND INCIDENTAL TO ALL MJ FITTINGS.

8" Ø PVC SANITARY SEWER 
PROPOSED LINE "C"

TO STA. 1+31, LINE "2"
PAVEMENT FROM STA. 1.00
14 SY. OF SAW CUT & PATCH
PROPOSED

8" AWWA C900 PVC
PROPOSED LINE "2"

CLASS 150, DR-18
STA. 1+00 TO STA. 7+77.27

6" GATE VALVE W/BOX & COVER
INTERCONNECTION WITH

STA. 1+00 BEGINNING LINE "2"

1 EA.- 6" LATERAL PRESSURE 
PROPOSED

REMOVE EXISTING CURB &
CONTRACTOR SAW CUT AND

GUTTER/SIDEWALK 70 LF.
SERVICE CONNECTION
PROPOSED 3/4" WATER

SEE DETAIL SHEET 14

8" AWWA C900 PVC
PROPOSED LINE "2"

CLASS 150, DR-18
STA. 1+00 TO STA. 7+77.27 1 EA. ~ FIRE HYDRANT ASSEMBLY 

PROPOSED

SEE DETAIL SHEET 14
STA. 7+72.27 LINE "2"

(COMPLETE)

SERVICE CONNECTION
PROPOSED 3/4" WATER

SEE DETAIL SHEET 14

8" Ø PVC SANITARY SEWER 
PROPOSED LINE "C"

FIRE HYDRANT ASSEMBLY W/6" G.V. (COMPLETE)

ESTIMATED   SHEET   QUANTITIES

FITTINGS

1 EA.

UNITS

TOTAL

WEIGHTS

109 LBS.

6" LATERAL PRESSURE INTERCONNECTION W/6" G.V.

16 EA.

6" AWWA C900 PVC PIPE CLASS 150, DR-18 680 LF.

1 EA.

3/4" WATER SERVICE CONNECTION

SAW CUT AND PATCH PAVEMENT 13 SY.

6" ~ 22 1/2° BEND MJ. 1 @ 109 109 LBS.

STA. 7+53  LINE "2"
1 EA.- 6"~ 22 1/2° BEND MJ
PROPOSED

CONSTRUCTION PROJECT
"AREA 3"

CENTRAL ADDITION PH-8

1 EA.6" ~ 22 1/2° BEND MJ.
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TOWN OF PECOS CITY

c/o

LEGEND 

SEWER LINE "C" FROM
STA. 1+18 TO STA. 7+48

* ALL QUANTITIES ARE APPROXIMATE AND PROVIDED FOR

INFORMATION PURPOSES ONLY. CONTRACTOR SHALL BE

RESPONSIBLE FOR INSTALLING ACTUAL QUANTITIES REQUIRED TO

INSTALL ALL NEW IMPROVEMENTS INDICATED, INCLUDING

APPURTENANCES AND REPAIRS TO ANY DAMAGE OF EXISTING

IMPROVEMENTS, AT NO ADDITIONAL COST TO OWNER.

CONTRACTOR SHALL PROVIDE MEGALUG RESTRAINT GLANDS FOR

AND INCIDENTAL TO ALL MJ FITTINGS.

TO STA. 1+33, LINE "C"
PAVEMENT FROM STA. 1+18
12 SY. OF SAW CUT & PATCH
PROPOSED

8" AWWA C900 PVC
PROPOSED LINE "2"

CLASS 150, DR-18

REMOVE EXISTING CURB &
CONTRACTOR SAW CUT AND

GUTTER/SIDEWALK 70 LF.
SERVICE LINE
PROPOSED 4" SEWER

SEE DETAIL SHEET 14

8" Ø PVC SDR 35
PROPOSED LINE "C"

SANITARY SEWER 
STA. 1+18 TO STA. 7+48

300 lf of 8" PVC SDR 35   at 0.50% slope 150 lf of 8" PVC SDR 35   at 0.50% slope

180 lf of 8"    PVC SDR 35 0.50% slope

TOP EL. = 2598.00
PROPOSED MH-2

INV. EL.=2591.20 (IN & OUT)
LINE "B" STA. 4+18
SEE DETAIL SHEET 14

TOP EL. = 2597.00
PROPOSED MH-5

EXISTING INV. EL.=2588.20 

STA. 1+18 BEGINNING LINE "C" 
SEE DETAIL SHEET 14

INV. EL.=2589.70 (IN) EAST

8" AWWA C900 PVC
PROPOSED LINE "2"

CLASS 150, DR-18

TOP EL. = 2598.60
PROPOSED MH-3

INV. EL.=2592.85 (IN & OUT)
LINE "B" STA. 7+48
SEE DETAIL SHEET 14

SERVICE LINE
PROPOSED 4" SEWER

SEE DETAIL SHEET 14

8" Ø PVC SDR 35
PROPOSED LINE "C"

SANITARY SEWER 
STA. 1+18 TO STA. 7+48

CONSTRUCTION PROJECT
"AREA 3"

CENTRAL ADDITION PH-8

FIBERGLASS MANHOLE

ESTIMATED   SHEET   QUANTITIES

3 EA.

16 EA.

8" PVC SDR 35 SEWER LINE 630 LF.

4" SEWER SERVICE CONNECTION

SAW CUT AND PATCH PAVEMENT 12 SY.



JACKSON BLVD.

13

TOWN OF PECOS CITY

STA. 1+31 TO STA. 7+76.5

REMOVE EXISTING CURB &
CONTRACTOR SAW CUT AND

GUTTER/SIDEWALK 70 LF.

SHEET 14 (TYP)
SEE DRIVEWAY DETAIL

SHEET 14 (TYP)
SEE DRIVEWAY DETAIL

STREET PLAN SHEET

SEE DETAIL SHEET 14
PROPOSED H'CAP RAMP

A

A

JACKSON BLVD. PLAN SHEET1

* ALL QUANTITIES ARE APPROXIMATE AND PROVIDED FOR

INFORMATION PURPOSES ONLY. CONTRACTOR SHALL BE

RESPONSIBLE FOR INSTALLING ACTUAL QUANTITIES REQUIRED TO

INSTALL ALL NEW IMPROVEMENTS INDICATED, INCLUDING

APPURTENANCES AND REPAIRS TO ANY DAMAGE OF EXISTING

IMPROVEMENTS, AT NO ADDITIONAL COST TO OWNER.

CONSTRUCTION PROJECT
"AREA 3"

CENTRAL ADDITION PH-8



PATCH DETAIL1

FIBERGLASS MANHOLE DETAIL3

MANHOLE FLOOR PLAN2

MISCELLANEOUS DETAILS

14

TOWN OF PECOS CITY

STANDARD
SERV. CONNECTION

WATER SERVICE CONNECTION DETAIL5
CONCRETE THRUST BLOCK DETAIL6

HORIZONTAL BLOCKING TABLE

FIRE HYDRANT DETAIL 4

CURB AND GUTTER LAY-DOWN CURB

CONC. CURB DETAIL8

SECTION "A"

A

CONC. DRIVEWAY DETAIL7

H'CAP RAMP DETAIL9

B

SECTION "B"

CONSTRUCTION PROJECT



SPOILS DEPOSITORY
SCHMIDT STREET

TOWN OF PECOS CITY

CONSTRUCTION PROJECT
"AREA 2"

ESTIMATED   SHEET   QUANTITIES
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